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Abstract: The development of control systems to reach and maintain optimal thermal comfort inside
buildings is a research topic which has received great attention in the last several years because
people’s productivity is linked to their comfort. The main weakness of these control systems is that
they do not take into account that people affect their own thermal comfort, since humans are heat
sources that increase the temperature inside buildings. For this reason, people can be considered
as disturbances to thermal comfort control systems. Usually, people follow a timetable along the
week, so they enter and leave buildings at the same time every day. Taking this behavior into account
can be very useful in improving people’s thermal comfort. In this paper, a repetitive control (RC)
approach that makes use of this information to anticipate the effects of people on indoor temperature
is presented. Besides that, the control system includes a proportional–integral (PI) controller in charge
of counteracting the non-periodic disturbances. Simulation results obtained with this control system
through a room simulator are presented in order to show its efficiency.
Keywords: repetitive control; thermal comfort; Predicted Mean Vote (PMV) index; energy efficiency
1. Introduction
In developed countries, almost 40% of the energy is utilized in buildings. HVAC (Heating,
Ventilation and Air Conditioning) systems use more than half of this amount [1–3]. Moreover, buildings
must comply with indoor environmental quality (IEQ) standards [4–8]. Therefore, different strategies
to maintain thermal comfort in edifices have been extensively investigated in research in the last
several years (i) to provide appropriate living conditions, since thermal comfort impacts people’s
productive capacity [9–13], and (ii) to enhance energy efficiency [14–16].
1.1. Past Studies
Thus, an extensive variety of control approaches for HVAC systems has been tried and tested in an
attempt to improve people’s thermal comfort sensation inside buildings. It is necessary to emphasize
the use of model-based predictive control (MPC) as one of the most widespread approaches for this
purpose in view of the fact that it can predict the future states of controlled systems through the use
of a system model, disturbances, and noise [17]. Some recent examples where MPC or any of its
variations is used can be found in [18–20].
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In [18], an MPC is proposed. Aiming to achieve better predictions, such a controller is based
on a linear time-dependent (LTD) model. Linear time-invariant (LTI) models are usually used. It is
important to mention that the use of an LTD model does not increase the execution time associated
with the optimization problem, since the objective function remains convex. The proposed linear MPC
was compared with a non-linear MPC in terms of efficiency and effectiveness. Results showed that the
linear MPC outperforms the non-linear MPC. It obtains a good equilibrium between the quality of the
solution and the required computing time. In [19], a bi-objective problem is considered. Specifically,
the operating costs derived from raising room temperatures and thermal comfort, estimated through
the Predicted Percentage of Dissatisfied (PPD) index, are optimized simultaneously. To do this,
the EnergyPlus software and an optimization engine, based on MATLAB (2010b, MathWorks, Natick,
MA, USA), were combined. It is worth mentioning that, as the authors consider the PPD index instead
of the Predicted Mean Vote (PMV), they did not take into account signs of thermal sensation. Finally,
in [20], an economic MPC algorithm that allows one to optimize both energy cost and energy demand
using the time-of-use price policy is presented. The control architecture was developed through the
Internet in order to carry out the tests at a remote location; specifically, the proposed controller is
checked in a remote commercial office building. Other control techniques widely used for thermal
comfort include artificial neural networks [21–23], genetic algorithm control techniques [24,25], fuzzy
logic control techniques [23,26,27], and controllers based on PMV evaluation [14,16].
1.2. Novelty of This Work
The majority of these works take into consideration numerous disturbances (outdoor air
temperature, radiant temperatures, the use of electric appliances, weather conditions, etc.).
These disturbances can influence indoor temperature and, as a consequence, users’ thermal comfort.
These studies have employed simulation tools to test developed control systems, but these simulation
tools have only provided surface temperatures and not the mean radiant temperature, so the PMV
index has not been correctly calculated. Only a small number of papers consider a variable that,
in some surroundings, might interfere with people’s thermal comfort sensations: the people themselves.
Specifically, in those buildings or dwellings with a high user ratio per square meter, the principal
factor that has a considerable impact on indoor air temperature is the people themselves, since they
are heat sources. People add heat to their surrounding environment through their quotidian activities,
which entails an increase in indoor air temperature. Furthermore, there are diverse environments such
as schools, offices, and labs where users’ entries and departures are characterized by a periodic pattern,
so it is plausible to predict and react accordingly to indoor air temperature response.
Therefore, this paper presents a repetitive control (RC) approach to neutralize people’s influence
on thermal comfort sensation and thus to enhance energy saving. RC [28,29] is a technique based on
the internal model principle [30] and is able to track or reject periodic signals of well-known frequency.
The fundamentals of RC is that a certain system which performs a certain activity several times can
increase its performance from preceding repetitions (executions). Only a small number of papers
consider this periodic behavior so as to prevent its impact on thermal comfort [31,32]; in other works,
the RC is used to counteract periodic effects of the weather [33,34]. The control approach proposed in
this paper has been tested by means of simulation tests, employing a room simulator which makes use
of a non-linear model based on first principles [35]. Hence, the benefits of introducing an RC in the
control system is shown via comparisons with other control systems.
1.3. Structure of the Work
The rest of the work is composed by five additional sections: Section 2 deals with methodology
used in this work. This methodology includes: (i) the most usual index to estimate thermal comfort:
the PMV index; (ii) the proposed control system which takes into consideration the influence of people
on their own thermal comfort; (iii) the simulation tool used to evaluate the goodness of the presented
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control system and; (iv) the linear model and the person profile to tune the controller. The simulation
results are widely discussed in Section 3 and, finally, in Section 4, the main conclusions are summarized.
2. Methodology
In this section the methodology followed in this work is described. Firstly, the index used to
estimated the thermal comfort is defined. Secondly, the proposed controller to counteract the effects
of people on their thermal comfort is described. Later, the test bed model in which the proposed
controller is tested is explained. Finally, the linear model and the person profile used to tune the
controller is shown.
2.1. Thermal Comfort and the PMV Index
In general, comfort sensation can be contemplated as a cognitive process affected by diverse
sorts of processes, with physiological, physical, as well as psychological aspects [36]. Furthermore,
standards such as ASHRAE 55 [37] and ISO 7730 [38] define thermal comfort as “that condition of mind
which expresses satisfaction with the thermal environment.” This definition was firstly formulated
in the 1970s by [39,40]. Additionally, it relies on disparate circumstances such as the surrounding
environment, the time of year (summer, winter, etc.), the location of the person, why she/he is there, etc.
However, in accordance with international standards such as [8,38], although the living environment
and habits differ in many countries, the indoor air temperature in mechanically conditioned buildings
is similar worldwide.
Therefore, it is possible to find in the literature several indexes which provide an appropriate
mechanism to determine thermal comfort conditions within a particular environment. Nevertheless,
one of the most widespread indexes suitable for mechanically conditioned buildings is the (PMV).
It reflects the mean of a sizeable set of people with respect to their thermal sensation when they are
exposed to specific environmental conditions for a considerable amount of time [37–39]. The values
obtained through the PMV index can be classified by a thermal sensation scale, where 0 is neutral, ±1
is slightly warm/cool, ±2 is warm/cool, ±3 is hot/cold. Furthermore, according to the international
standard ISO 7730 [38], to guarantee a thermal comfort situation of class A, it is necessary to achieve
a PMV index value equal to 0 with a tolerance of ±0.2. This index is calculated as a function of the
energy balance of the human body, conceiving the body as an indivisible entity. Hence, the PMV index
can be obtained based on six variables:
PMV = f (M, Icl , ta, RH, tr, var) (1)
where variables are defined as follows:
• M: metabolic rate (W/m2).
• Icl : basic clothing insulation ((m2 K)/W).
• ta: indoor air temperature (oC).
• RH: relative humidity (%).
• tr: mean radiant temperature (oC).
• var: relative air velocity (m/s).
Nevertheless, as it is widely analyzed in [41,42], the methodology which should be followed in
order to estimate the PMV index is not trivial, and many mistakes can be made. More in detail, half of
these variables, that is, indoor air temperature, relative humidity, and air velocity, can be measured
directly with sensors. Furthermore, the mean radiant temperature can be estimated (i) from the plane
radiant temperatures in six opposite directions or (ii) from a black globe thermometer [43,44]. However,
to acquire these variables correctly, the sensors must have certain characteristics, and a particular
methodology must be followed [45]. Finally, both the metabolic rate and clothing insulation variables
cannot be measured in a straightforward way, since they depend on the users at each time instant.
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Hence, the appropriate value for both variables is tabulated in manuals and standards [37,38].
A detailed explanation about the procedure used to determine PMV can be found in [37–39].
2.2. The Control System
The internal model principle [30] establishes that in order to follow references and reject
disturbances without a steady-state error, it is necessary to include its internal model in the controller.
Figure 1 shows the traditional block scheme used to represent the most relevant internal models.
As can be seen, it is composed of the positive feedback connection of a system formed by the series
connection of H(z) and σW(z) and a unitary gain, yielding to
I(z) =
σW(z)H(z)
1− σW(z)H(z) . (2)
Using σ ∈ {−1, 1} and W(z), specific periodical signal internal models can be defined [46].
For σ = 1 and H(z) = z−N , the generic N-periodic internal model is obtained.
E(z) Y (z)
σW (z) H(z)
I(z)
+
+
Figure 1. Periodic signal generator block scheme. σ ∈ {−1, 1} and W(z) are used to define the particularities
of the signal. H(z) is a low-pas filter used to introduce robustness in the closed-loop system.
Internal models are either marginally stable or unstable [47]; therefore, to assure closed-loop
stability, it is required they be combined with other components. The literature provides different
ways of addressing this issue [47]. By far, the most popular scheme is the plug-in [46,48] approach,
which is shown in Figure 2. Besides the internal model, this scheme contains the plant to be
controlled, Gp(z), an inner controller, Gc(z), which is used to provide robustness against uncertainty,
and a stabilizing controller, Gx(z). The closed-loop stability can be guaranteed by fixing Gc(z) such
that To (z) = Gc (z) Gp (z) /
(
1 + Gc (z) Gp (z)
)
is stable, and choosing Gx (z) = kr (To (z))
−1 [46,48].
In this formulation, two tuning parameters exist: kr, which it used to define the settling time, and H(z),
which is usually a null-phase low-pass filter with a maximum gain of 1 and a cut-off frequency selected
taking into account the model uncertainty.
Although RC offers excellent performance for N-periodic signals, it might degrade its efficiency
for other type of signals. To illustrate this, let us here introduce the sensitivity transfer function,
which relates the error, E(z), with the reference R(z) (Figure 2):
E(z)
R(z)
= So(z)SMod(z)
where So(z) = 11+Gc(z)Gp(z) is the sensitivity function without the RC, and
SMod(z) =
1− σW(z)H(z)
1− σW(z)H(z) (1− kr) .
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Figure 3 shows the magnitude of frequency response of SMod(z) for H(z) = 1, W(z) = z−N
and σ = 1, which corresponds to the ideal case (no uncertainty in the model) and different values
of kr. As can be seen, it is zero for dc frequency, the N-periodic signal frequency, 2piN , and all of its
harmonics. This guarantees that the error will be zero in steady-state for signals containing these
frequency components. Differently, those frequencies in between the gain increases, meaning that those
frequencies will be amplified (the error might be large). As can be seen in Figure 3, the inter-harmonic
amplification depends on the value of kr. This parameter is directly related with the closed-loop system
settling time, the higher values of kr related to the faster convergence. Due to this, it must be selected,
making a trade-off between the desired settling and the allowed inter-harmonic amplification.
R(z) E(z) U(z) Y (z)++
++
−
−
+
+
σW (z) Gx(z)
Gp(z)
H(z)
I(z)
Gc(z)
D(z)
Repetitive controller
Internal model
Figure 2. Repetitive controller plug-in block-diagram.
Figure 3. Magnitude of the frequency response of SMod(z), for σ = 1, H(z) = 1, W(z) = z−N (N = 6),
and different values of kr.
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2.3. Test Bed Model
2.3.1. CIESOL Building
This work presents a control system to guarantee an adequate thermal comfort sensation inside
a certain environment. This control architecture includes an RC, which takes into account people’s
influence on their own thermal comfort sensation. This control system has been evaluated by
simulation tests into a representative enclosure of a bioclimatic building in order to assess its fulfilment,
specifically, the CIESOL building (http://www.ciesol.es), see Figure 4, which is a research centre
devoted to solar energy and belongs to the grounds of the University of Almería (Spain).
Figure 4. Main entrance to the CIESOL bioclimatic edifice.
The CIESOL building is distinguished by a total floor area of 1072 m2 distributed in two floors.
It contains several bioclimatic mechanisms (shading element of the roof, HVAC based on solar energy,
a photovoltaic field, and so on) since it has been built to be a nearly-zero-energy building (NZEB).
Thus, the HVAC with two operation modes (summer or winter) generates heat or chilled air for the
entire dwelling based on the users’ demand. To do that, several water pipes, through which chilled
or hot water flows, are distributed throughout the CIESOL building and, at each enclosure, there is
a fan-coil unit that introduces air at a desired temperature by managing the volume of the air that is
inserted into the room and the amount of water that flows through the fan-coil [17].
On the other hand, the CIESOL dwelling operates as a research centre which studies bioclimatic
strategies and how they affect energy consumption and greenhouse effect gas production. The building
has a considerable network of actuators and sensors, as is shown in Figure 5, which have been
installed to accomplish the specifications provided by the international standard ISO 7726 [45].
Five characteristic rooms have been chosen, and different types of actuators and sensors placed
within them. They are equipped with air, plane-radiant and globe temperature sensors, relative
humidity sensors, an occupancy rate system, and, as main actuators, automatized windows and blinds,
and a fan-coil unit. Moreover, at the building roof, a weather station composed of a variety of sensors
(sensors measuring relative humidity, radiance, temperature, luminance, air velocity, etc.) is also
included in the building. Additionally, the amount of people inside each room is measured through
an occupancy rate system, see Figure 5, which is formed by photovoltaic sensors that allows one to
determine how many people enter or leave the room.
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Figure 5. Detailed scheme of the main sensors and the occupancy rate system installed at the selected
room in accordance with standard ISO 7726 [45].
To perform the simulation tests in order to check the proposed control system, one room was
chosen principally due to its occupancy outline. The selected room, which is a laboratory, is situated
on the first floor and is oriented northward. Furthermore, it has a window with a total surface of
2.15× 2.09 m2 and a total volume of 76.8 m3. In addition, it has a fan-coil unit which is used to manage
users’ thermal comfort. Thus, the development of an appropriate model that precisely captures indoor
dynamic behavior, i.e., able to act as a simulator, is necessary. A fundamental principles model has
been obtained. An explanation of this model is provided in Section 2.3.2.
2.3.2. Room Simulator
In this work, the room simulator shown in [35] was used. To develop this simulator, a room was
contemplated as a complicated system consisting of diverse types of components, such as, actuators,
windows, and walls. In addition, it is important that certain factors such as the outside characteristic
weather and the environmental conditions in the surrounding rooms are considered. Thus, the existing
relations among the previously mentioned elements through mass transfer and heat (convection,
conduction, and radiation) laws must be determined. The indoor air model considered consists
of three sub-models able to precisely describe its dynamic behavior: relative humidity, indoor air
temperature, and CO2 concentration models. More information related to this simulator, such as the
involved equations, its structure, and preliminary evaluations can be found in [35].
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The room simulator is able to estimate the PMV index by using the values provided by sensors.
As the selected room is devoted to typical office activities, the mean radiant temperature has been
obtained from six plane radiant temperatures located in six opposite directions in relation to a seated
person. A typical clothing insulation value of 0.5 clo (1 clo = 0.155 m2 oC/W) (simulations conducted
in the summer period) and a metabolic rate of 1.0 met (1 met = 58.15 W/m2) was chosen.
Consequently, thermal comfort can be controlled by means of the PMV index. The indoor
air temperature (ta) can be indirectly controlled by regulating the fan-coil speed (VFan). Certain
disturbances, such as solar radiation (Idr, Id f , and Ir f ), outdoor air temperature (Tout), relative humidity
(RH), and people inside the room (Np), are taken into consideration since they have a substantial
influence on the control process.
2.4. Linear Model and Person Profile
Figure 6 shows both the desired PMV in a day and the average occupancy timetable of the
laboratory. Thus, from this figure, it can be concluded that the laboratory remains occupied from
8:30 a.m. to 6:45 p.m., which can be considered the working hours. Specifically, people arrive at the
lab in the morning. A total of eight people arrive by 9:30 a.m. At 10:30 a.m., four people leave the
laboratory to have a break for half an hour. During the afternoon, at 2:30 p.m., six people leave to have
lunch and the remaining two depart at 6:45 p.m. The blue solid line in Figure 6 represents the desired
reference of the PMV index. As the reader can see, this set-point remains at its optimal value (PMV = 0)
during working hours. At other times, the PMV reference is changed to 0.2, which can be defined as
a ‘ready’ state, i.e., the PMV value is kept close to 0 and can be easily changed it to its optimal value.
Energy saving increases when nobody is inside the lab.
Ideally, both the PMV and the occupancy repeat every day. As has been pointed out in Section 2.2,
the RC can profit from this periodicity to improve system performance.
To check the efficiency that an RC can offer, the performance achieved by three different controllers
will be compared. More specifically, a simple proportional–integral (PI) controller, a control system
made up of a PI and an RC, and a model-based predictive controller (MPC) will be compared. The MPC
is one of the most widespread control methods within academic and industrial fields [49] and it is
a well known methodology to maintain thermal comfort since it is widely used by researchers.
All controllers are tuned using a simplified linear model of the laboratory. This linear model
is a transfer function in the complex Laplace variable s for the cooling mode, which was obtained
by linearizing the non-linear model at a nominal operation point. The transfer function is shown in
Equation (3):
G(s) =
YPMV(s)
U(s)
=
k
τs + 1
;
{
k = −0.1153
τ = 474
(3)
where in the previous equation, k refers to the static gain in (PMV/(m/s)), whereas (τ) is the time
constant in s. The uncertainty of this kind of model does not interfere with closed-loop system
requirements; at the same time, the model provides an appropriate performance in simulation.
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Figure 6. Average person profile and desired PMV profile.
3. Results and Discussion
In this section, several simulation scenarios are carried out in order to check the efficiency of
the proposed control system. Firstly, the results obtained in the simulation with the same pattern of
people inside the laboratory day after day are shown. Secondly, simulation results using real data from
CIESOL building are presented and commented.
3.1. First Simulation Scenario: The Same Person Profile Every Day
Figure 7 shows how the three control systems listed in the previous subsection, that is, the PI,
the MPC, and the PI plus the RC, are able to track the PMV reference when the person profile shown
in Figure 6 is repeated day after day. It is important to highlight that, the simple PI and the MPC
have a behavior which is repeated day after day, whereas the control system which includes the RC
controller is able to track the PMV reference almost perfectly, although some small imperfections can
be seen due to saturation in the control action. Therefore, the RC profits from the periodicity of person
disturbance, while the other control systems without it repeat the error day after day.
3.2. Second Simulation Scenario: Using Real Data from CIESOL Building
In real life, the behavior of people entering and leaving the lab in one day does not have the shape
shown in Figure 6, but there are few changes from one day to another. In this subsection, the effects
of these little changes, when the three control systems (PI, MPC, and PI+RC) are in charge of the
closed-loop performance, are compared using the authentic evolution of the laboratory occupancy
during a working week (from Monday to Friday), see Figure 8. The environmental conditions during
these days are shown in Figure 9. As the reader can see in the top graph of Figure 9, the solar irradiance
(blue solid line) does not have the typical shape of a sunny day due to cloud transients almost over
the entire week but especially in the first two days. However, this variable barely influences the
thermal conditions of the laboratory due to its northward orientation. On the other hand, the outdoor
temperature (red solid line) varies between 10 and 24 ◦C. From the central graph is possible to highlight
that the indoor relative humidity (green solid line) varies in a narrow range whereas the mean radiant
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temperature (orange solid line) has a range between 19 and 27 ◦C. Finally, the reader can note that
the HVAC was not turned on over the entire week, so the indoor air velocity (bottom graph) has
low values.
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Figure 7. PMV index controlled by three different control strategies: (i) MPC (blue solid line in
the upper graph), (ii) PI (red solid line in the upper graph), and (iii) PI+RC (blue solid line in the
bottom graph).
The comparison is split into two simulations, in the first one, the control system, which is made
up of PI plus RC controllers, is compared with a PI, see Figure 10. The profile shown in Figure 8 is
used. The second one shows the efficiency of the control architecture composed of the PI plus the RC
versus a more advanced control system: an MPC, see Figure 11. Broadly speaking, the MPC can be
defined by the use of the model of the process to predict a future control signal through a prediction
horizon, N, while an objective function is minimized. The first step of the predicted control signal is
then implemented and the others are rejected, after which the prediction horizon is shifted forward
one time sample and the calculations are repeated from the new state. Therefore, it is said that MPC
uses a receding horizon strategy [49].
In the first simulation, Figure 10, both control systems are capable of keeping the PMV value close
to its desired set-point when no disturbances exist, that is, when the PMV reference is equal to 0.2;
however, during working hours, when people come inside and outside of the laboratory and the PMV
reference is equal to 0, the control system composed of the PI and the RC can keep the PMV index
closer to its set-point more effectively than the simple PI. This better performance is due to the capacity
of the RC to anticipate the disturbance caused by people’s entering and leaving the lab. However,
as the laboratory occupancy profile is not entirely periodic, the RC is slightly worse than the one shown
in the entirely periodic case (see the blue solid line in the bottom graph of Figure 7). There is another
reason for which RC cannot achieve perfect disturbance rejection: the linear model with which the
controllers have been developed, see Equation (3). In this simulation, the proposed control systems
are tested through the room simulation tool presented in [35], which makes use of a non-linear model
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based on energy and mass balances. Therefore, the simulation tool includes dynamics that are not
contemplated in the linear model, so the control systems cannot take them into account. In this way,
it is possible to obtain a more realistic simulation.
Figure 8. Real people inside the laboratory used during simulation tests (red solid line) and the PMV
index set-point (blue solid line).
Figure 9. Environmental conditions presented during the simulation tests.
The second test, shown in Figure 11, was performed to compare the control system made up of a PI
and an RC versus an MPC. Similar to the previous simulation, the real profile shown in Figure 8 was
used. In this case, the MPC outperforms the single PI tested in the previous simulation, see Figure 10,
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since it is able to more efficiently consider the undesirable effects on thermal comfort caused by
people’s entering and leaving. However, the PI plus RC control approach outperforms the MPC, even
though the MPC is a more advanced control architecture that requires more computational resources.
Figure 10. PMV index controlled by two different control strategies: (i) PI (blue solid line in the both
graphs) and (ii) PI+RC (red solid line in both graphs). Upper graph: PMV index value. Bottom graph:
control signal, i.e. the fan-coil air speed value.
Figure 11. PMV index controlled by two different control strategies: (i) MPC (blue solid line in the both
graphs) and (ii) PI+RC (red solid line in both graphs). Upper graph: PMV index value. Bottom graph:
control signal, i.e. the fancoil air speed value.
It is worth mentioning that, if the number of people inside the laboratory or dwelling is larger,
the improvement obtained with the RC will increase. Thus, in considerably large dwellings such as
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hospitals, offices, and shopping centers, where there might be hundreds or even thousands of people
occupying the building and it is possible to perform predictions in relation to the people inside the
dwelling, the obtained improvement when the RC is added to the control system is larger. The person
profile used to train the RC should also be taken into account. The closer a training person profile is to
reality, the better the results will be.
4. Conclusions
The development of control systems to reach and maintain people’s thermal comfort is a research
topic to which governments and private companies are paying attention, since productivity is linked to
it. In many works that can be found in the literature, several disturbances, such as weather conditions,
outdoor temperature, solar irradiation, and so on, are taken into account since they can influence
people’s thermal comfort. However, the main weakness of these works is that they do not take into
account a person’s influence on his/her own thermal comfort since the body itself is one of the main
sources of disturbance in comfort control systems. In addition, the number of people within a given
building is usually constant; such periodicity can improve the controller performance. RC helps to
achieve this end. In this work, the basic concepts of RC and its application to the comfort control of
a real room are addressed.
4.1. Summary of the Results
The efficiency of the proposed control scheme has been checked using a simulation tool that uses
a non-linear model in order to obtain more realistic results. The control system, which is made up
of a PI and an RC, has been compared with a single PI controller and with a more advanced one,
an MPC. In both cases, the control system that includes the RC offers better performance, especially if
the number of people is constant. In the test bed model presented in this work, the case of a regular
laboratory with a capacity of eight people was considered. Due to the small variations in person
profile, it is concluded that a reduced number of people may affect system performance. However,
the efficiency improvement offered by the RC would be larger in cases of larger offices or buildings
due to the increment in the amount of people. It has been demonstrated that the proposed RC is able
to learn from periodic behavior, that is, people’s input/output patterns, but it is not able to learn from
non-periodic behavior, so it may compromise the performance of a closed loop system. To solve this
issue, filter design is a key point in developing such control architectures.
4.2. Future Works
Future works will aim to validate the simulation results with experiments. For this aim,
the proposed controller must be implemented in the Supervisory Control And Data Acquisition
(SCADA) system of the CIESOL building. In addition, an estimator, such as a Kalman filter, will be
designed to predict the degree to which people enter and leave the lab.
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Abbreviations
E(z) Error signal (−)
Gc(z) Inner controller (−)
Gp(z) Plant (−)
Gx(z) Stabilizing controller (−)
H(z) Null-phase low-pass filter (−)
Icl Basic clothing insulation ((m2 K)/W)
Id f Diffuse solar irradiance (W/m2)
Idr Direct solar irradiance (W/m2)
Ir f Reflected solar irradiance (W/m2)
k Static gain PMV/(m/s)
kr Tuning parameter to define the settling time (−)
M Metabolic rate of a person (W/m2)
Np Number of people in the room (−)
R(z) Reference signal (−)
RH Relative humidity (%)
ta Indoor air temperature (oC)
tr Mean radiant temperature (oC)
Tout Outdoor air temperature (oC)
VFan Fan-coil speed (m/s)
var Relative air velocity (m/s)
W(z) Delay function (−)
τ Time constant (s)
HVAC Heating, Ventilation, and Air Conditioning
LTD Linear Time-Dependent
LTI Linear Time-Invariant
MPC Model-based Predictive Control
NZEB Nearly Zero-Energy Building
PI Proportional–Integral
PMV Predicted Mean Vote
PPD Predicted Percentage Dissatisfied
RC Repetitive control
SCADA Supervisory Control and Data Acquisition
References
1. Berardi, U. Building energy consumption in US, EU, and BRIC countries. Procedia Eng. 2015, 118, 128–136.
[CrossRef]
2. European Comission. Energy Consumption in Buildings. Available online: https://ec.europa.eu/energy/
en/topics/energy-efficiency/buildings (accessed on 28 February 2018).
3. U.S. Energy Information Administration. Frequently Asked Questions. Available online: http://www.eia.gov/
tools/faqs/faq.cfm?id=86&t=1. (accessed on 28 February 2018).
4. Al horr, Y.; Arif, M.; Katafygiotou, M.; Mazroei, A.; Kaushik, A.; Elsarrag, E. Impact of indoor environmental
quality on occupant well-being and comfort: A review of the literature. Int. J. Sustain. Built Environ. 2016,
5, 1–11. [CrossRef]
5. 2002/91/CE. Directive 2002/91/CE of the European Parliament and of the Council of 16 December 2002 on
the Energy Performance of Buildings. Available online: http://eur-lex.europa.eu/LexUriServ/LexUriServ.
do?uri=OJ:L:2003:001:0065:0065:ES:PDF (accessed on 28 February 2018).
6. 2009/28/UE. Directive 2009/28/EC of the European Parliament and of the Council of 23 April 2009 on
the Promotion of the Use of Energy from Renewable Sources and Amending and Subsequently Repealing
Directives 2001/77/EC and 2003/30/EC. Available online: https://eur-lex.europa.eu/legal-content/EN/
TXT/PDF/?uri=CELEX:32009L0028&from=EN (accessed on 28 February 2018).
Energies 2018, 11, 976 15 of 16
7. 2010/31/UE. Directive 2010/31/UE of the European Parliament and of the Council of 19 May 2010 on the
Energy Performance of Buildings. Available online: http://eur-lex.europa.eu/LexUriServ/LexUriServ.do?
uri=OJ:L:2010:153:0013:0035:EN:PDF. (accessed on 28 February 2018).
8. EN 15251. In Indoor Environmental Input Parameters for Design and Assessment of Energy Performance of
Buildings Addressing Indoor Air Quality, Thermal Environment, Lighting and Acoustics; European Committee for
Standardisation: London, UK, 2007.
9. Feige, A.; Wallbaum, H.; Janser, M.; Windlinger, L. Impact of sustainable office buildings on occupant’s
comfort and productivity. J. Corp. Real Estate 2013, 15, 7–34. [CrossRef]
10. Fisk, W.J. Health and productivity gains from better indoor environments and their relationship with
building energy efficiency. Annu. Rev. Energy Environ. 2000, 25, 537–566. [CrossRef]
11. Kosonen, R.; Tan, F. Assessment of productivity loss in air-conditioned buildings using PMV index.
Energy Build. 2004, 36, 987–993. [CrossRef]
12. Roelofsen, P. The design of the workplace as a strategy for productivity enhancement. In Proceedings of the
Proceedings of Clima 2000 Conference, Naples, Italy, 15–18 September 2001.
13. Andersson, J.; Boerstra, A.; Clements-Croome, D.; Fitzner, K.; Hanssen, S. Indoor Climate and Productivity in
Offices; REHVA Guidebook; REHVA: Brussels, Belgium, 2008; Volume 6, ISBN 2-9600468-5-4
14. Léger, J.; Rousse, D.R.; Le Borgne, K.; Lassue, S. Comparing electric heating systems at equal thermal
comfort: An experimental investigation. Build. Environ. 2018, 128, 161–169. [CrossRef]
15. Oldewurtel, F.; Parisio, A.; Jones, C.N.; Gyalistras, D.; Gwerder, M.; Stauch, V.; Lehmann, B.; Morari, M.
Use of model predictive control and weather forecasts for energy efficient building climate control.
Energy Build. 2012, 45, 15–27. [CrossRef]
16. Zampetti, L.; Arnesano, M.; Revel, G. Experimental testing of a system for the energy-efficient sub-zonal
heating management in indoor environments based on PMV. Energy Build. 2018, 166, 229–238. [CrossRef]
17. Castilla, M.; Álvarez, J.D.; Rodríguez, F.; Berenguel, M. Comfort Control in Buildings; Advances Series in
Industrial Control; Springer: Berlin/Heidelberg, Germany, 2014; p. 237.
18. Pcˇolka, M.; Žácˇeková, E.; Robinett, R.; Cˇelikovsky`, S.; Šebek, M. Bridging the gap between the linear and
nonlinear predictive control: Adaptations for efficient building climate control. Control Eng. Pract. 2016,
53, 124–138. [CrossRef]
19. Ascione, F.; Bianco, N.; De Stasio, C.; Mauro, G.M.; Vanoli, G.P. Simulation-based model predictive control
by the multi-objective optimization of building energy performance and thermal comfort. Energy Build.
2016, 111, 131–144. [CrossRef]
20. Ma, J.; Qin, S.J.; Salsbury, T. Application of economic MPC to the energy and demand minimization of
a commercial building. J. Process Control 2014, 24, 1282–1291. [CrossRef]
21. Liang, J.; Ruxu, D. Thermal comfort control based on neural network for HVAC application. In Proceedings
of the 2005 IEEE Conference on Control Applications, Toronto, ON, Canada, 28–31 August 2005; pp. 819–824.
22. Liang, J.; Du, R. Design of intelligent comfort control system with human learning and minimum power
control strategies. Energy Convers. Manag. 2008, 49, 517–528. [CrossRef]
23. Marvuglia, A.; Messineo, A.; Nicolosi, G. Coupling a neural network temperature predictor and a fuzzy
logic controller to perform thermal comfort regulation in an office building. Build. Environ. 2014, 72, 287–299.
[CrossRef]
24. Congradac, V.; Kulic, F. HVAC system optimization with CO2 concentration control using genetic algorithms.
Energy Build. 2009, 41, 571–577. [CrossRef]
25. Nassif, N.; Kajl, S.; Sabouring, R. Two-objective online optimization of supervisory control strategy.
In Proceedings of the 8th Building Simulation Conference, Eindhoven, The Netherlands, 11–14 August 2003;
pp. 927–943.
26. Guo, W.; Zhou, M. Technologies toward thermal comfort-based and energy-efficient HVAC systems:
A review. In Proceedings of the IEEE Conference on Systems, Man, and Cybernetics, San Antonio, TX, USA,
11–14 October 2009; pp. 3883–3888.
27. Jazizadeh, F.; Ghahramani, A.; Becerik-Gerber, B.; Kichkaylo, T.; Orosz, M. User-led decentralized thermal
comfort driven HVAC operations for improved efficiency in office buildings. Energy Build. 2014, 70, 398–410.
[CrossRef]
28. Longman, R.W. Iterative learning control and repetitive control for engineering practice. Int. J. Control 2000,
73, 930–954. [CrossRef]
Energies 2018, 11, 976 16 of 16
29. Tomizuka, M. Dealing with periodic disturbances in controls of mechanical systems. Annu. Rev. Control
2008, 32, 193–199. [CrossRef]
30. Francis, B.; Wonham, W. Internal Model Principle in Control Theory. Automatica 1976, 12, 457–465. [CrossRef]
31. Álvarez, J.D.; Costa-Castelló, R.; Castilla, M.; Camacho, E.F. Repetitive control to counteract the effect of
people on thermal comfort control. In Proceedings of the 2013 European Control Conference (ECC), Zurich,
Switzerland, 17–19 July 2013; pp. 1187–1191.
32. Vinther, K.; Chandan, V.; Alleyne, A.G. Learning/repetitive control for building systems with nearly
periodic disturbances. In Proceedings of the 2013 European Control Conference (ECC), Zurich, Switzerland,
17–19 July 2013; pp. 1198–1203.
33. Minakais, M.; Okaeme, C.C.; Mishra, S.; Wen, J.T. Iterative Learning Control for coupled temperature and
humidity in buildings. In Proceedings of the 20th IFAC World Congress, Toulouse, France, 9–14 July 2017.
34. Peng, C.; Sun, L.; Tomizuka, M. Constrained Iterative Learning Control with PSO-Youla feedback tuning for
building temperature control. IFAC-PapersOnLine 2017, 50, 3135–3141. [CrossRef]
35. Castilla, M.; Bonilla, J.; Álvarez, J.D.; Rodríguez, F. A room simulation tool for thermal comfort control in
a bioclimatic building: A real example of use with an optimal controller. Optim. Control Appl. Methods 2016,
37, 479–495. [CrossRef]
36. ASHRAE. ASHRAE Handbook—Fundamentals; The American Society of Heating, Refrigerating and
Air-Conditioning Engineers: Atlanta, GA, USA, 2017.
37. ASHRAE55. Thermal Environment Conditions for Human Occupancy; The American Society of Heating,
Refrigerating and Air-Conditioning Engineers: Atlanta, GA, USA, 2017.
38. ISO7730. Ergonomics of the Thermal Environment: Analytical Determination and Interpretation of Thermal
Comfort Using Calculation of the PMV and PPD Indices and Local Thermal Comfort; International Standardization
Organization: Geneva, Switzerland, 2005.
39. Fanger, P.O. Assessment of man’s thermal comfort in practice. Br. J. Ind. Med. 1973, 30, 313–324. [CrossRef]
40. D’Ambrosio Alfano, F.R.; Olesen, B.W.; Palella, B.I. Povl Ole Fanger’s Impact Ten Years Later. Energy Build.
2017, 152, 243–249. [CrossRef]
41. D’Ambrosio Alfano, F.R.; Olesen, B.W.; Palella, B.I.; Riccio, G. Thermal Comfort: Design and Assessment for
Energy Saving. Energy Build. 2014, 81, 326–336. [CrossRef]
42. D’Ambrosio Alfano, F.R.; Palella, B.I.; Riccio, G. Notes on the Calculation of the PMV index by means of
Apps. Energy Procedia 2016, 101, 249–256. [CrossRef]
43. Oliveira, A.V.M.; Gaspar, A.R.; Raimundo, A.M.; Quintela, D.A. On the measurement of globe temperatures:
Analysis of the influence of different parameters. Extrem. Physiol. Med. 2015, 4, A14. [CrossRef]
44. Quintela, D.A.; Gaspar, A.R.; Raimundo, A.M.; Oliveira, A.V.M.; Cardoso, D. Assessment of the performance
of globe thermometers under different environmental conditions. In Occupational Safety and Hygiene II.
Selected Extended and Revises Contributions from the International Symposium Occupational Safety and Hygiene;
Taylor & Francis: London, UK, 2014; Volume 1, pp. 523–528.
45. ISO 7726. Ergonomics of the Thermal Environment—Instruments for Measuring Physical Quantities; International
Standardization Organization: Geneva, Switzerland, 1998.
46. Costa-Castello, R.; Nebot, J.; Griñó, R. Demonstration of the Internal Model Principle by Digital Repetitive
Control of an Educational Laboratory Plant. IEEE Trans. Educ. 2005, 48, 73–80. [CrossRef]
47. Ramos, G.A.; Costa-Castelló, R. Power factor correction and harmonic compensation using second-order
odd-harmonic repetitive control. IET Control Theory Appl. 2012, 6, 1–12. [CrossRef]
48. Inoue, T.; Nakano, M.; Kubo, T.; Matsumoto, S.; Baba, H. High Accuracy Control of a Proton Synchroton
Magnet Power Supply. In Proceedings of the 8th IFAC World Congress, Kyoto, Japan, 24–28 August 1981;
pp. 216–220.
49. Camacho, E.F.; Alba, C.B. Model Predictive Control; Springer: Berlin/Heidelberg, Germany, 2013.
© 2018 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access
article distributed under the terms and conditions of the Creative Commons Attribution
(CC BY) license (http://creativecommons.org/licenses/by/4.0/).
